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CATEGORY:  Service Counter Door (Fire-Rated) 
 
 
LISTEE:   Cookson, 2417 S. 50th Ave., Phoenix AZ 85043 

Contact:  *Richard Cookson  (602) 272-4244 
 
 
DESIGN:  Fire-rated counter top.  Counter top shall be constructed of non-asbestos fire resistant 

material and covered with 0,050" thick high pressure decorative laminate.  Counter top shall 
be less than 1-5/8" thick and not exceed 96" in opening width and 108" in total length.  
Minimum width is 6" or the wall thickness plus 4", which ever is greater.  Fire rated counter 
is made of top steel or stainless steel (14 gauge) with maximum overall length of counter top 
4 feet and maximum size opening of 3 feet.  Refer to listee's data sheet for detailed product 
description and operational considerations. 

 
Min. Width (face of wall mounted): 6" or wall thickness plus 4", which ever is greater. 
 
Min. Width (between jam mounted): 6" or wall thickness, whichever is greater.  
 

 
INSTALLATION: In accordance with listee's printed installation instructions, applicable codes & ordinances 

and in a manner acceptable to the authority having jurisdiction. 
 
 
MARKING:  Listee's name and Warnock Hersey label. 
 
 
APPROVAL:  Listed as a 1½-hour fire-rated counter top, manufactured by Timberline and tested by WHI 

Test #495-PSV-0621-0632 or cold rolled or stainless steel (14 gauge) tested by WHI 
Test#495-PUS-0645. 

 
 
NOTE:   Formerly 3510-0713:101 
 
 
 
 
 
 
 *Rev. 06-11-2002 

 
 
This listing is based upon technical data submitted by the applicant.  CSFM Fire Engineering staff has reviewed the test 
results and/or other data but does not make an independent verification of any claims. This listing is not an endorsement or 
recommendation of the item listed. This listing should not be used to verify correct operational requirements or installation 
criteria.  Refer to listee’s data sheet, installation instructions and/or other suitable information sources.  
 

Date Issued:   JUNE 11, 2002    Listing Expires June 30, 2003  
   

Authorized By: DIANE K. AREND, Senior Deputy 
Program Manager 


